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43W Cherry Creek Or. S. 
Denver, Cdo& 80246-1530 
Phone (303) W-ZOOO 
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Located in Glendale, Colorado 

http:/lwww.cdphe.state.m.us 

Laboratory Sewiccs Division 
6100 Lowly Blvd. 
Denver. Cobrado 602306928 
(303) GV-3090 

December 16,2003 

Mr. Joe Legare 
US DOE RFCA Coordinator 
US Department of Energy, Rocky Flats Field Office 
10808 Highway 93, Unit A 
Golden, CO 80403-8200 

Re: Building 371 Closure Project Deummksioning Operatiorls Plan Mdiiimtion 4 

Colorado Department 
of rubkc Health 
and Enwonment 

42 w 

Dear Mr. Legare: 

Following are U-E comments f rom the Colordo Department of Pubk Health and Enwrcxlrnerd on the E3uildmg 371 
Closure Prqect Decommissioning Opwatioris Plan Modifi&tion 4 dated December 12,2003. 

. -  
If you have any questions regarding this correspondence please contacf me at (303) 692-3367, Denise Onyski  at (303) 
692-3371. or James Hiridman at (m) 6Y2-3345. 

Sincerely.A 

Steven H. Gundersm 
RFCA Project Coordinator 

cc: Mark Aguilar, EPA 
Dyan Foss, KH 
Brian Lai-son, KH 
Randy teitner, KH 
Dan Miller, AGO 
Dave sheiton, M 
Warren Seyfert, DOE 
Kelly Trice, KH 
Administrative Records, T130G 

Denise M. Onyskiw' 
CDPHE 3711374 Project Manager 
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1. Section 4.4.2, Page 34: The modifications in the last sentence Gndcr Section 4.4 2 indicate 
that the 7 nCi;‘g criteria is described in the RSOP for Facility Component Rernovzl, Size 
Reduction, and Decontamina:ion Activities. We are no: aware of this criterion i l l  any of the 
RSOPs. This reference needs to be corrected. 

2. Section 4.5, Page 41: ”1 to 2 foot” of material seems inadequate Our recommendation is 3 
feet of material to protect the contaminated rubbleized concrete from being disturbed by par?s of 
the building being dropped on it during demolition. 

3. Section 4.5.4: The remaining Type 2 above ground storage tanks described in this section are 
all RCRA permitted tank systems. This section needs to be revised to state that all portions of 
these tank systems, including piping and secondary containment, that have come into contact 
with hazardous/mixed waste will need to be clean closed by decontamination prior to disposition 
as recyclable material or for scrap. Alternatively, the cornponeiits of these tank systems could be 
removed and disposed of as mixed waste at an appropriate off-site disposal facility. 

4. Section 4.5.8, Page 49: “to maintain the stability of the area over time”. Please specify how 
much time was considered. 

5. Secticn 4.5.8, Page 50: “The goal of groundwater controls is to minimize the possibility of 
erosion causing any of the remaining poflions of the building to become uncovered.” Please 
specify plans to keep area well vegetated. 

6. Section 4.5.8, Page 50: “No specific environmental rncnitoring is recommended.” Some form 
of periodic monitoring will be necessary. 

7. Section 4.5.8: French drain materials should be made of ceramic and sione 

6. Section 5.4, Page 62: Add text explaining that  a!l concrete above six feet will be free-release. 

9. Section 8.3: Perhaps this section can be updated now that the groundwater modeling is done. 
Some of the “If‘ statements can be addressed. 


